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U.8. Department of Labor Ocoupationsl @afety and
_ Health Adm‘ntltrntion )
"1600 167th Street. Suite 12
Calumat City, IL 60409
(708) 891 - 3800
(708) 062 - 3659 (FAX)

Juna 1, 1994

Ron Steele P . S
161 E, Grand Assocxation ‘ :
161 E. Grand Avenue

" Chicago, IL 60611

"anr.Mr. Steele:

The results of the -amplns taken at the 161 E, Grand site on -
'1/12/94 and 2/23/94 indicataed that employees in the facility were
exposesd to radon 220 {(thordn) and radon 222 at Derived Air
Concentrations (DAC) below: the :Nuclear Regulatory Commiamsion’s -
Ionizing Radiation Standards published in 10 CFR 20, Table 1 of
) Agpendix B. Therefore no citation concerning ionizing radiation
- will be issued. The sampling result values are a conservative:
 ‘astimate which indicate ‘the highost expascted exposure, actual
exposures are believed to . bc conaiderably lower. . - The sample
ronults are as follows: 'j o

- SAMPLE - Qﬂlﬂlﬁhﬁ B!!!h!! "“H; QLS
| 1/12/94 |
iBAMPLE/RADON 222

4th floor Radon 222 = 1.2 pCi/L 30 pci/L

{(control room) : ' '

4th floor - Radon 222 0.7 pCi/L 30 pCi/L _

(post production) e o T :
+ 3rd’ floor Rad&nuzzé“'il 1.5 pCi/L 30 pCi/L

(Cleo’s office) -

2nd floor . Radon 222 2.6 pci/L 30 pCi/L

(hallway) T .

Ragement Radbn'22§?ﬂ?ﬁt 47&5§C1/L SQ{pCi/L

(close to chimney) - = . o T e

Basement " " Radon 232 1.0'pCi/L $0 .pCi/L

(aisleway) - R _
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a/24/94

SAMPLE
ath floox Radon 222
(post production) .
Radon 220
3rd floor Radon 222 -
(Cleo’a office) :
SREEItE Radon 220
2nd floor Radon 222
(Cat’s office) .
Radon 224Q
~2nd floor Radon 222
(preasidant‘’s office)
\ ‘e Radon 220
‘ist floor Radon 222
" {Terxy’'s desk) T
. Radon 220
Bagement Radon 222
_(Uhnohroom) T
RO Radon..320

* - Exposure level afber adjustin
of 125 pCi/L for a 6% equilibrium

Ry

1.2 pCi/u

0.10 WL*
13,0 pCi/L*+

1,5_pci/L

0,046 WL*

8,7 pCi/L¥*

| 2.6 pci/L

0.14 WL¥
18.0 pCi/Lw»

3.1 pCi/L

0.00 WL*

0.0 pCi/L¥
1.4 pCL/L

0.03 WL+
3.7 pei/Le+

1.2 pCi/L

0.04 WL¥

5.5 pCi/L'*

30 pCi/L
1.0 WL

30 pCi/L
1.0 WL

30 pCi/L
1.0 WL .

30 pci/L

1.0 WL

30 pCi/l

1.9 WL

30 pCi/L

1.0 WL

.......

sampla results with an factor

actor.

This is a congervative

estimate and representa the highest level expected in the building
Actual exposure is beliovad to be conbxderably leen.

t* . Actual measurement of thoron gms sampled.

WL - Working levals

Eci/L - pico curxies per )iter
adon 222 - Radon

Radon 220 - Thoron

DAC - Derived Air- Concencrntion-
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TEL : JuloaE,ae Jrl o No DY =04

Pursuant to 29 CFR 1910.20 you are raquired to provide your
employeea with a copy of these sampling results, If there are an
additional questions regarding thase gampling results, please fee
free to contact the Calumet City Area Office.

Sincerely,

Gary J. Anderson \

Area Director
GJA/bls

g '

Ell Porte
Tom Nolan

\ Jim Dolan
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